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1.75" BLANK INSTALLED BETWEEN CHASSIS
FILTER GRILLE INSTALLED IN EVERY RACK

1002B 1002B
SECTOR 1 RACK R2B1 SECTOR 2 RACK R2B5
G1-IP-PWX YO1-IP-PW3.1 G2-IP-PWX YI2-IP-PW3.1

1 G1-IP-PW1 BI1-IP-PW3.1 2 17 G2-IP-PW1 BO2-IP-PW3.1 18
SP SP

YO1-IP-PW3.2 YO1-IP-PW3.3 YI2-IP-PW3.2 YI2-IP-PW3.3
3 BI1-IP-PW3.2 BI1-IP-PW3.3 4 19 BO2-IP-PW3.2 BO2-IP-PW3.3 20

YO1-IP-PW9.1 BO2-IP-PW9.1
5 YO1-IP-PW9.2 BLANK 21 BO2-IP-PW9.2 BLANK

future future
SP SP

1004B 1004B
SECTOR 3 RACK R4B12 SECTOR 4 RACK R4B16
G4-IP-PRX.1 G4-IP-PRX.3 G4-IP-PWX G4-IP-PW1

1 G4-IP-PRX.2 G4-IP-PRX.4 2 17 18
SP SP

G3-IP-PWX YI3-IP-PW3.1 YO4-IP-PW3.1 YO4-IP-PRA3.1
3 G3-IP-PW1 BO3-IP-PW3.1 4 19 BI4-IP-PW3.1 BI4-IP-PRA3.1 20

SP
YI3-IP-PW3.2 YI3-IP-PW3.3 YO4-IP-PRA3.2 YO4-IP-PW3.2

5 BO3-IP-PW3.2 BO3-IP-PW3.3 6 21 BI4-IP-PRA3.2 BI4-IP-PW3.2 22

1.75" BLANK INSTALLED YO4-IP-PRS3.1 YO4-IP-PRS3.2
BETWEEN CHASSIS 23 BI4-IP-PRS3.1 BI4-IP-PRS3.2 24

FILTER GRILLE INSTALLED YO4-IP-PRS3.3 YO4-IP-PRS3.4
IN EVERY RACK 25 BI4-IP-PRS3.3 BI4-IP-PRS3.4 26

3/5 replaced bi with YO4-IP-PR3.5 YO4-IP-PW3.3
yo, and yo with bi. 27 BI4-IP-PR3.5 BI4-IP-PW3.3 28

Sectors 5 through 12 see page 2.
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1006B 1006B
SECTOR 5 RACK R6B12 SECTOR 6 RACK R6B8
G5-IP-PWX G5-IP-PW1 G6-IP-PWX YI6-IP-PW3.1

1 YO5-IP-PW9.1 YO5-IP-PW7.2 2 17 G6-IP-PW1 BO6-IP-PW3.1 18
SP SP

YO5-IP-PW7.1 YIP6 YI6-IP-PW3.2 YI6-IP-PW3.3
3 YO5-IP-PW9.2 4 19 BO6-IP-PW3.2 BO6-IP-PW3.3 20

YO5-IP-PW3.1 YO5-IP-PW3.2 XIP6 BO6-IP-PW7.1
5 BI5-IP-PW3.1 BI5-IP-PW3.2 6 21 BO6-IP-PW7.2 22

YO5-IP-PW3.3 BO6-IP-PW9.1
7 BI5-IP-PW3.3 BLANK 23 BO6-IP-PW9.2 BLANK

SP

1008B 1008B
SECTOR 7 RACK R8B14 SECTOR 8 RACK R8B10
G7-IP-PWX YI7-IP-PW3.1 G8-IP-PWX YO8-IP-PW3.1

1 G7-IP-PW1 BO7-IP-PW3.1 2 17 G8-IP-PW1 BI8-IP-PW3.1 18
SP SP

YI7-IP-PW3.2 YI7-IP-PW3.3 YO8-IP-PW3.2 YO8-IP-PW3.3
3 BO7-IP-PW3.2 BO7-IP-PW3.3 4 19 BI8-IP-PW3.2 BI8-IP-PW3.3 20

1010A 1010A
SECTOR 9 RACK R10A17 SECTOR 10 RACK R10A21
G9-IP-PWX YO9-IP-PW3.1 G10-IP-PWX YI10-IP-PW3.1

1 G9-IP-PW1 BI9-IP-PW3.1 2 17 G10-IP-PW1 BO10-IP-PW3.1 18
SP SP

YO9-IP-PDK3.1 YO9-IP-PDK3.3 BO10-IP-PDK3.1 BO10-IP-PDK3.3
3 YO9-IP-PDK3.2 YO9-IP-PDK3.4 4 19 BO10-IP-PDK3.2 BO10-IP-PDK3.4 20

YO9-IP-PDK3.5 YO9-IP-PW3.2 BO10-IP-PDK3.5 YI10-IP-PW3.2
5 YO9-IP-PD3.1 BI9-IP-PW3.2 6 21 BO10-IP-PD3.1 BO10-IP-PW3.2 22

SP SP
YO9-IP-PD3.2 YO9-IP-PW3.3 BO10-IP-PD3.2 YI10-IP-PW3.3

7 YO9-IP-PD3.3 BI9-IP-PW3.3 8 23 BO10-IP-PD3.3 BO10-IP-PW3.3 24

1012A 1012A
SECTOR 11 RACK R12A10 SECTOR 12 RACK R12A14
G11-IP-PWX YI11-IP-PW3.1 G12-IP-PWX YO12-IP-PW3.1

1 G11-IP-PW1 BO11-IP-PW3.1 2 17 G12-IP-PW1 BI12-IP-PW3.1 18
SP SP

YI11-IP-PW3.2 YI11-IP-PW3.3 YO12-IP-PW3.2 YO12-IP-PW3.3
3 BO11-IP-PW3.2 BO11-IP-PW3.3 4 19 BI12-IP-PW3.2 BI12-IP-PW3.3 20
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